Introduction

When it comes to losses of electrical and electronic equipment, few events can match the destruction caused by surges (transients) and electrical noise. These phenomena are responsible for about 50 percent of most electronic equipment failures today—and that doesn’t even begin to take into account the latent damage or degradation to electrical equipment caused by surges.

Since microprocessor-based equipment functions with faster operating speeds and lower operating voltage than other equipment, surges and electrical noise previously classified as non-threatening are significantly more damaging. The estimated amount of dollars in damages and lost revenues associated with these problems is in the millions, annually. A facility owner can greatly reduce its risk of equipment damage, component degradation and system disruptions with a robust surge protection system.

An electrical transient is a short duration, high energy impulse that is imparted on the normal electrical power system whenever there is a sudden change in the electrical circuit. They can originate from a variety of sources, both internal and external to a facility.

The most obvious source is from lightning, but surges can also come from normal utility switching operations, unintentional grounding of electrical conductors (such as when an overhead power line falls to the ground). These surges can also enter the premises via internet cable and telecommunications lines. However, numerous studies have shown that exterior sources account for only 20 percent of all electrical surges. The remaining 80 percent can be accounted for by culprits within a facility. Known sources of transients and noise within a building or facility include everyday things such as fax machines, copiers, air conditioners, elevators, motors/pumps, or arc welders, to name a few. In each case, the normal electric circuit is suddenly exposed to a large dose of energy that can adversely affect the equipment being supplied power.

Surge protection basics

A surge protection device (SPD), also known as a transient voltage surge suppressor (TVSS), is designed to absorb and divert high-current surges to ground and bypass your equipment, thereby limiting the voltage that is impressed on the equipment. The backbone of every SPD is the metal oxide varistor (or MOV). The MOV is a solid state device that normally has very high
on the proper installation of SPD devices. NEC Article 250 provides details on proper grounding of your electrical system. It is highly recommended that a licensed electrician be retained to ensure that your SPD is properly installed and grounded.

**Grounding is essential**

Three key points must be addressed regarding grounding and bonding:

1. Evaluate your facility’s grounding for NEC compliance. All outlets should be checked for proper polarity and an equipment ground conductor impedance that should be less than 1 ohm.

2. Determine if the grounding system is robust enough to fulfill the function of the SPD i.e., proper wire size and tightness of connections.

3. Determine specific corrective action required to bring the grounding network to both NEC compliance and to the level of performance to address transients and electrical noise.

**Zones of protection**

IEEE Std 1100 — IEEE Recommended Practice for Powering and Grounding Sensitive Electronic Equipment (also known as the IEEE Emerald Book®) presents recommended guidelines for design, installation, and maintenance practices for electrical power, grounding and protection of sensitive electronic loads such as computers, servers and other susceptible electronic equipment used in commercial and industrial applications.

One of the primary recommendations set forth in IEEE 1100 is the implementation of “Zones of Protection”. Considering that surges can originate from both internal and external sources, SPDs should be installed to provide maximum protection regardless of the source location. Three zones are identified:

- The first zone is at the service entrance where the most robust SPD is placed to divert surges coming from external sources. SPDs installed here are listed as Category “C” devices.
- The second zone of protection is within the facility at locations identified as susceptible to surges. SPDs at these locations are listed as Category “B” devices and are installed on equipment such as switchgear, panel-boards and branch circuit panels.
- The third zone of protection is at the outlet, or point of use. SPDs installed here are listed as Category “A” devices.

It is strongly recommended that a Professional Engineer, experienced with surge suppression technology, be retained to design the protection system for your facility to ensure all SPDs are properly sized and coordinated.

**Coordination of SPDs**

Each zone of protection adds to the overall protection of the facility as each helps to further reduce the voltage exposed to the protected equipment. While the service entrance SPD provides the first line
NEMA-LS1 is the manufacturer’s standard and specification guide for low voltage AC power SPD applications.

NFPA 780 is the standard for Lightning Protection Systems.

UL1449 is the safety standard for all surge protection equipment installed on low voltage AC circuits. It is a safety standard, and not a performance standard. (NEMA LS-1 is the manufacturing performance standard.)

Note: any statement that an SPD “meets the requirements of C62.41” is inappropriate and misleading. IEEE Std C62.41 has been superseded by IEEE Std C62.41.1 and C62.41.2. These two standards describe the surge environment and establish standardized waveforms; they are not testing or performance standards.

Typical costs

Depending on the application and ratings, SPDs for service entrance equipment range from $500 - $6500. Data line and AC receptacle protection ranges from $25 - $150.

Summary

Although surges and electrical noise can’t be totally eliminated, they can be mitigated through an engineered approach, thereby reducing their damaging effect. This leads to greater reliability and overall improved productivity. In this regard, surge protection really is an inexpensive form of electrical system insurance.